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EXHIBIT 1 



Grade B - light
Existing Proposed Existing Proposed Existing Proposed Existing Proposed Existing Proposed

Maximum Pole Capacity 
Utilization Percent 100.8% 59.9% 115.1% 115.4% 121.7% 124.0% 76.5% 78.2% 64.2% 65.7%

Grade C - light 60.2% 35.8% 71.1% 71.7% 69.1% 70.4% 42.9% 43.8% 37.3% 38.1%

Grade B - light
Existing Proposed Existing Proposed Existing Proposed Existing Proposed Existing Proposed

Maximum Pole Capacity 
Utilization Percent 95.5% 97.1% 101.9% 103.8% 69.1% 70.0% 65.9% 61.0% 90.9% 91.9%

Grade C - light 58.8% 59.6% 57.9% 58.9% 39.9% 40.4% 37.1% 34.8% 51.9% 52.4%

Grade B - light
Existing Proposed Existing Proposed Existing Proposed Existing Proposed Existing Proposed

Maximum Pole Capacity 
Utilization Percent 48.1% 48.8% 45.1% 45.9% 386.7% 389.6% 52.7% 54.3% 88.3% 90.5%

Grade C - light 29.7% 30.0% 24.9% 25.3% 227.0% 228.6% 28.6% 29.5% 47.7% 48.9%

Grade B - light
Existing Proposed Existing Proposed Existing Proposed Existing Proposed Existing Proposed

Maximum Pole Capacity 
Utilization Percent 49.8% 50.4% 58.6% 58.6% 101.7% 101.8% 130.2% 130.1% 122.5% 122.5%

Grade C - light 27.1% 27.4% 34.9% 34.9% 54.9% 54.9% 71.8% 71.7% 65.9% 65.9%

NOTE: Pole number P6302 went from 100.8% to 59.9% after Par Electric places down guy on NVE facilities.

16 - P1_0680 17 - P63219 18 - P59751 19 - P5978 20 - P27632

6 - P5995 7 - P5998 8 - P5990 9 - P6007 10 - P76767

11 - P6009 12 - P6010 13 - P6011 14 - P6012 15 - P59750

Poles Recently Overlashed by CenturyLink

1 - P6302 2 - P6001 3 - P5992 4 - P5993 5 - P5994
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1

P6291 CenturyLink did 
not place anchor to guy 
lead before they 
overlashed.



2

Pole # P6291 Old anchor that 
should have been replaced by 
CenturyLink before  
overlashing on lead.



3

Pole # P6011 CenturyLink 
should have  replaced NVE 
vertical before overlashing 
on pole. 



4

Pole # P6011 CenturyLink should 
have  replaced NVE vertical 
before overlashing on pole. 



5

CenturyLink new  24ct 
fiber coil. 

CenturyLink new  96ct 
fiber coil. 

Cox Strand, Coax & Fiber. 

Pole # P5978. 



6

Pole # P5978 NVE vertical 
should have been replaced 
before working on this 
pole. Vertical cut here.  



7

New CenturyLink splice 
can on Span between 
Pole # P5978 & P27632 



8
 

Cox would be required to 
replace concrete slab.  



9

Pole # P5978 NVE vertical 
should have been replaced 
before working on this 
pole.  

Cox would be required to 
replace concrete slab.  


